PRIVATE RESTROOM
ASHRAE DESIGN GUIDE 90.1 - 2010
RISER DIAGRAM

CAT-5 Data Cable For Network System Option

Stand-Alone Room Application Setting

IN

OUT

Optional Network Node Address Setting

A: F8 Node: 01

Rm: 201 Zone 1(a)

Private Restroom 201

CAT-5 Cable Local Bus of EVO panel

G3-1–MZD
LS: 04
Rm: 201

OPERATION:
Switch ON/OFF
On Level set for 100% dimming
Motion sensor set for Occupancy On/Off

5229 Edina Industrial Blvd.
Minneapolis, MN 55439
952.842.2564 | 800.922.8004
ilc-usa.com

private restroom
ashrae design guide 90.1 - 2010
riser diagram

operation:
- switch on/off
- on level set for 100% dimming
- motion sensor set for occupancy on/off

ilc usa
5229 edina industrial blvd.
minneapolis, mn 55439
952.842.2564 | 800.922.8004
ilc-usa.com

private restroom
ashrae 90.1
riser