Apprentice 3 LightSync Dimmer Module Installation Details

LightSync Board Instructions:
1. Remove the four mounting screws that secure the relay output board.
2. Install the four standoffs provided in place of the mounting screws.
3. Align the LightSync device mounting plate as shown.
4. Replace the four mounting screws removed from step 1.
5. Install the LightSync device module by snapping onto the 4 PEM's.
6. Run a CAT-5 data cable from the AP3 output port to the LS device input port.