
Junction Box Mount DuraTouch Module
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Line Voltage Connections

4.75” Square
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J3 Wire Connection
1 Neutral 120 VAC

2 Neutral 277 VAC

3 Line 120/277 VAC (for L1 & L2)

4 Load 1

5 Load 2

6 Line 120/277 VAC (for L1 & L2)

7 Line 120/277 VAC (for L3)

8 Load 3

Low Voltage Input Connections

J1 Wire Connection
1 Input Common

2 Input 1

3 Input 2

4 Input 3

5 Master O. R.

6 Secondary O. R.

7 Timed ON

Low Voltage Status Connections

J2 Wire Connection
1 Status Power (10 VAC)

2 Load 1 Status

3 Load 2 Status

4 Load 3 Status

J3J2

J1
RJ-11 Programming Jack

4-11/16" X 2-1/8" Junction Box

Installation

Standard 4-11/16" box cover – remove
and replace with DuraTouch unit. Surface
mount with wire connections facing
inside junction box.

Junction Box Mount
DuraTouch Module


