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LightLEEDer Room Controller Notes: 

 Devices connected to the room controllers local port may only be LightSync “Classic” or “G2” 1‐6 push 
button switches. Using other LightSync devices may not operate properly, contact ILC for details. 

 Room controllers networked from an Expansion Controller must be addressed 01–10 without duplicates. 

 Stand‐alone Room Controllers addressed at FF cannot reside on a LightLEEDer network. 

 Room controllers residing on the network use the LightSync device addresses shown on the table above. 
The addresses cannot be used by other network devices on the network chain from the Expansion 
Controller. 

 LL‐2RC Room Controllers only support the first 2 relays for each RC Node. 

 Hardwire inputs 1‐4 are referenced on the above table as “OS 1” thru “OS 4” using inputs 7 and 8 of the 
first 2 LightSync devices assigned to the RC Node address. These inputs are designed for occupancy 
sensors(OS) and direct wired switches. 

 The reference nn in the chart above represents the Expansion Controller node number address. 

 

 


